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EXHIBIT 1

OVERALL SITE PLAN

SCALE 1" = 300'

LA COUNTY

SOLEDAD CANYON

THOUSAND TRAILS RESORT

4700 CROWN VALLEY RD

ACTON, CA
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EXISTING SEPTIC TANKS ARE 5,000 GALLON TANKS.  THE SEPTIC TANKS

DRAIN INTO LIFT STATIONS WHICH ARE TYPICALLY PUMPED TO VALVES

WHERE THE FLOWS CAN BE SPLIT IN EACH ZONE.  THE LEACH LINES SHOWN

ON THESE PLANS ARE IN THE GENERAL LOCATION AS LOCATED BY

MAINTENANCE STAFF, THE EXACT SIZE AND NUMBER OF LINES IS UNKNOWN.

THE VALVE BOXES CAN BE LOCATED IN THE FIELD FOR THE MOST OF THE

ZONES.  THE SEPTIC TANKS ARE USED FOR SETTLING OF SOLIDS AND THE

LIQUIDS ARE GRAVITY FED TO LIFT STATIONS WHERE THEY ARE PUMPED TO

LEACH FIELDS AND CONTROLLED BY VALVES TO SEPARATE ZONES

MANUALLY.  ALL CONSTRUCTION WAS DONE WITH PERMITS THEREFORE ALL

BUILDING, WATER LINES AND UTILITIES MEET REQUIRED SEPTIC SYSTEM

SETBACKS DURING PERMITTING AND CONSTRUCTION.
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